TOWN OF CHESTER WATER DEPT.

MONTHLY REPORT- JANUARY 2025

The water department processed and distributed 7,381,683 gallons of water for the month of
January. The districts daily average ranged from 270 to 101,000 gallons. The breakdown is:

Lake Hill Farms- 3,016,000 gal.

Walton Lake Estates- 1,321,600 gal.
Sugar Loaf- 1,306,500 gal.

Surrey Meadows- 1,553,200 gal.

Town hall- 8383 gal.

Fieldcrest- 176,000 gal. (Distribution only)

Distribution sampling by us as well as random sampling by Orange County DOH showed
adequate disinfection levels, and tested negative for any type of bacteria.

Monthly DOH 360 forms and test results for 12/2024 on all districts were submitted to DOH on
1/3/2025

Laboratory testing dates were 1/6 & 1/15
Chemicals were delivered 1/16

Did general maintenance on newer F-150
Other Business:

Sugar Loaf was mostly quiet with routine operations and maintenance. On % Quackenbush
came to replace bad pump and motor at well, still having voltage issues so waiting to see what
manufacturer says.

Surrey Meadows was mostly quiet with routine operations and maintenance. Did a flush of the
system due to cloudy water. 1/15 started to mark out all of Vivian Dr due to gas main getting
replaced. Benski replaced water service line at 5 Surrey due to it leaking. There was a %4” line
up by the storage tank that was leaking, did a temp fix due to weather and stopped it from
leaking. On 1/30 Riggs (gas company) started work on Vivian and while they were digging struck
a collar on the main that was unmarked correctly. Hwy told us to call TAM to fix the situation.
Everything was fixed and solved in a timely manner. No major break ended up happening. From



there on we did test holes on Vivian to locate water main exactly where it is to avoid this from
happening again.

Lake Hill Farms was mostly quiet with normal operations and maintenance. Continued doing
endpoint in the district. 1/14 we replaced the shut off in the yard at 17 Grant drive with help
from Hwy and Monda.

Walton Lake Estates was mostly quiet with routine operations and maintenance. On % we
replace the curb stop on the main at 33 Maple Ln with help from Hwy. 1/14 NY Rural water
came to do some listening of the mains for any possible leaks. We met with Reiner pumps at
the plant to go over what needs to be done to replace old control panel. 1/28 C2 well stopped
working and Quackenbush came and pulled and replace it.

Fieldcrest was quiet with routine operations and maintenance.



