
TOWN OF CHESTER WATER DEPT. 

 

MONTHLY REPORT- AUGUST 2025 

 

The water department processed and distributed 6,783,259 gallons of water for the month of 

July. The districts daily average ranged from 214 to 78,000 gallons. The breakdown is: 

Lake Hill Farms- 2,410,000 gal. 

Sugar Loaf 1,553,100 gal. 

Surrey Meadows- 1,457,000 gal. 

Walton Lake Estates- 1,162,5800 gal. 

Fieldcrest- 194,000 gal. (Distribution only) 

Town Hall-6,659 gal. 

Distribution sampling by us as well as random sampling by Orange County DOH showed 

adequate disinfection levels, and tested negative for any type of bacteria.  

 

Monthly DOH 360 forms and test results for 7/2025 on all districts were submitted to DOH on 

8/8/2025 

Laboratory testing dates were 8/6 & 8/20. 

Mowing dates at the plants were 8/6,  

Had a class in Wallkill for credits on 8/14 

Chemicals were delivered 8/ 

Did a walkthrough threw the Greens with building dept and owners to go over meters.  

Picked up new enclosed trailer from Hudson River Truck and Trailer.  

Other Business: 

Sugar Loaf was mostly quiet with routine operations and maintenance. Ran new underground 

conduit from pull box by the tracks to the well casing, TAM came to install two new pull boxes. 

Ran new well wire for well 1 & 1A from transfer switch by well to control panel in the plant 

through 3 pull boxes and under railroad. TAM came and help run wire and hook up new wire to 

switch and in control panel.   



Surrey Meadows was mostly quiet with routine operations and maintenance. Replaced shutoff 

risers and keys at 70 & 6 Surrey rd.  

Lake Hill Farms was mostly quiet with normal operations and maintenance. Painted the 

hydrants in Windridge. Service line leak at 36 Lincoln had to come in on a Saturday to fix the 

leak.  

Walton Lake Estates was mostly quiet with routine operations and maintenance.   

Fieldcrest was quiet with routine operations and maintenance.  Village installed new meter 

inside the plant. Booster pump failure at plant and had to take offline to get repaired. Week 

later installed new rebuilt booster pump at the plant.  


